


Battery Installation

To install the included batteries:

e Remove the back plate from the Gas Alarm.

e Open the battery compartment cover on the back of the Gas Alarm. Pinch
and lift the cover out of place.

e To connect the batteries, press the spring tab and insert the battery harness
plug into the Gas Alarm socket as illustrated in the diagram below. Do NOT
remove the plastic wrapping around the batteries.

NOTE: Align the notch on the battery connector to ensure proper
connection - it only fits one way.

If replacing the batteries, refer to “SCRAP AND DISPOSAL” section for instructions
on disposing of the old batteries.

TO MOUNT THE GAS ALARM TO A WALL:

Tools Required: Drill, Drill Bit, and Screwdriver.

Accessories Included: A set of screws and anchors.

e (Choose a location on the wall within 12 inches (0.3 meters) from the ceiling.
Make a mark on the wall where you will drill the mounting hole.

e Drill the mounting hole and insert included plastic screw anchor into the hole.

e Tighten the screw into the anchor leaving enough space for the screw to
insert into the keyhole slot on the back plate. Then tighten the screw to
secure the back plate.

e Mount the Gas alarm onto the back plate by aligning the tabs and lock into

place.
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TEST YOUR ALARM:

Test the alarm by pressing the "Test" button before mounting and after mounting.

e Refer to the "Testing the Gas Alarm Functions" section of the User's Manual
for complete instructions.

CAUTION:

Test your Gas Alarm’s power and natural gas leak alarm notifications at least
once a week. If the Gas Alarm does not operate properly, it cannot alert you to
the presence of natural gas. If your Gas Alarm fails to test, replace your Gas
Alarm immediately.

TESTING THE GAS ALARM FUNCTIONS:
The Green LED will flash three times and the Red and Yellow LEDs will turn On
and remain solid. This indicates the alarm is working properly.

Green LED will flash
three times
Red and Yellow LED
I will turn On and
remain solid.
GAS ALARM FUNGCTIONS:

This Gas Alarm is designed to activate an alarm in the event of a natural gas leak,
Gas Alarm trouble, low battery, or Gas Alarm end-of-service-life for the Gas Alarm.

NATURAL GAS DETECTED:

A natural gas leak alarm activates when the concentration of natural gas in the
area of the Gas Alarm reaches or exceeds 10% LEL for methane. When gas is
detected, the alarm will emit a continuous long beep and the Red LED will flash
every 1 second to indicate the presence of gas.

Red LED will flash every 1 second.

NOTE: It is very important to test this alarm after installation by
pressing the test button. Refer to the "Testing the Gas Alarm Functions"
section of the User's Manual for complete instructions.

TO MOUNT THE GAS ALARM TO A PIPE:
e Pass cable ties through the holes at the top of the gas alarm.
Cable ties are not included.
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NOTE: Once the gas has cleared from the environment, the alarm will
automatically stop beeping and the red LED will cease flashing.

FAULT DETECTED:

When a fault is detected—such as a sensor failure or wiring issue—the alarm
will emit two beeps and the Yellow LED will flash twice every 60 seconds. This
indicates a malfunction that may require servicing or inspection.

Yellow LED will flash twice every 60 seconds.

LOW BATTERY WARNING ACTIVATION:
When the batteries are low, the alarm will emit a beep and the Yellow LED will
flash every 60 seconds. Please see Warranty section for alarm replacement.

Yellow LED will flash every 60 seconds.
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GAS ALARM END-OF-LIFE WARNING ACTIVATION:
The Gas Alarm end-of-life warning sounds approximately 10 years after the

installation date.

When end-of-life warning is triggered, the alarm will emit three beeps and the
Yellow LED will flash three times every 60 seconds.

el NG

MAINTENANCE AND CLEANING OF GAS ALARM:

WARNING:

Yellow LED flashes three times every 60 seconds.

If the Gas Alarm is installed in dusty or dirty atmospheric environments, periodic
cleaning of the Gas Alarm should be performed in accordance with these
instructions. Dirt and dust can cause Gas Alarm malfunction or obstruct the entry
holes in which gas needs to flow to reach the sensor in the Gas Alarm. After
cleaning, always test the Gas Alarm to ensure it has not been damaged.

Clean the Gas Alarm to maintain proper operation, by vacuuming the exterior of
the Gas Alarm using a household vacuum's soft brush attachment.

Never use water, cleaners or solvents since they may damage the Gas Alarm.
Do not use spray cleaning chemicals or insect sprays directly on or near the Gas

Alarm. Do not use any household cleaning agents, ammonia-based cleaners,
paints, varnishes, aerosol sprays including compressed gas dusters, or any other
chemical on or near this Gas Alarm.

TROUBLESHOOTING:

Symptom

Cause

Action

The Green LED does not
flash, and Yellow and Red
LEDs do not turn solid on,
even when the TEST button
is pressed.

Battery plug not properly
plugged in

Check battery connection
is properly plugged in.

Batteries are low

Contact Feit Electric for
replacement batteries

The Yellow LED is flashing.

Flashes three times every
60 seconds with beeps

This indicates the alarm
reached end-of-life.
Disconnect battery pack
and replace the Gas alarm.

Flashes twice every 60
seconds with beeps

This indicates a malfunction
that may require servicing
or inspection. Contact
customer service at
feit.com/help for assistance.

Flashes once every 60
seconds with beeps

This indicates the battery is
low. Contact customer
service at feit.com/help for
assistance.

SCRAP AND DISPOSAL:
DANGER:

Prior to disposing of this Gas Alarm, remove the batteries and wrap them with
tape or similar material as shown in the below image to avoid potential
explosion or ignition that may result in injury or fire.

DANGER:

Do not incinerate. Batteries may explode.
When disposing of Gas Alarm, it is important to remove the batteries and wrap
with tape or similar, non-flammable material as shown in the below image.

Dispose of batteries in accordance with local

regulations relating to non-rechargeable (single use)

lithium batteries. Dispose the Gas Alarm following
your local regulations for solid waste disposal. Take
the Gas Alarm to an electronics recycling facility
(where such facilities exist) for disposal.
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GENERAL LIMITATIONS OF EXPLOSIVE GAS ALARMS:

This Gas Alarm is intended for residential use. It is not intended for use in
industrial applications specified by Occupational Safety and Health Administration
(OSHA). This device is not intended to alert hearing impaired residents.

Gas Alarms may not waken all individuals. If children or others do not readily
waken to the sound of the Gas Alarm, or if there are infants or family members
with mobility limitations, make sure that someone is assigned to assist them in
the event of an emergency.

This Gas Alarm will not sense gas that does not reach the sensors. It will

only sense gas at the sensor. Gas may be present in other areas. Doors or

other obstructions may affect the rate at which gas reaches the sensors.

Gas Alarms may not be heard. The alarm horn loudness meets or exceeds current
UL standards of 85 dB at 10 feet (3 meters). However, if the Gas Alarm is
installed outside the bedroom, it may not wake up a sound sleeper. This is
especially true if the door is closed or only partly open. Even persons who are
awake may not hear the alarm horn if the sound is blocked by distance or closed
doors. Noise from traffic, stereo, radio, television, air conditioner, or other
appliances may also prevent alert persons from hearing the alarm horn. This Gas
Alarm is not intended for people who are hearing impaired.

This Gas Alarm is not a substitute for life insurance. Though this Gas Alarm warns
against increasing presence of gas, Feit Electric Company Inc. does not warrant
or imply in any way that they will protect lives. Homeowners and renters must
still insure their lives. This Gas Alarm is not foolproof. It can only detect gas that
reaches the sensors. It may not give early warning of the source of gas in a
remote part of the home, away from the alarm device.

This Gas Alarm has a limited life. Although this Gas Alarm and all of its

parts have passed many stringent tests and are designed to be as reliable as
possible,any of these parts could fail at any time. Therefore, you must test this
device weekly.The unit should be replaced immediately if it is not operating

properly.

WARRANTY INFORMATION:

TEN-YEAR LIMITED WARRANTY:

This product is warrantied to be free from defects in material and workmanship
for a period of 10 (ten) years from the date of purchase. For products containing a
sealed battery, this warranty does not cover any damage that may be caused by
the battery. This warranty applies only to the original consumer purchaser and only
to products used in normal residential use and service. If this product is found to
be defective, the only obligation, and your exclusive remedy, is the repair or
replacement of the product, at the company’s discretion, provided that the product
has not been damaged through misuse, abuse, accident, modification, alteration,
neglect, or mishandling. This Warranty shall not apply to any product which is
found to have been improperly installed, set-up, or used in any way not in
accordance with the instructions supplied with this product.

ALARM RETURNS:

For replacement of this alarm under the terms of this Warranty, please contact
customer service at feit.com/help for assistance. The company does not warrant,
and specifically disclaims any warranty, whether express or implied, of fitness for
a particular purpose, other than the warranty contained herein. No implied
warranty on this product, created by state law, shall extend beyond the term of
this warranty unless such law otherwise provides. The company specifically
disclaims any liability and shall not be liable for any consequential or incidental
loss or damage, including, but not limited to, damages to any equipment with
which this product is used. Some states do not allow the exclusion or limitation of
incidental or consequential damages, so the above limitations or exclusions may
not apply to you. No agent, representative, dealer, or employee of the company
has the authority to increase or alter the obligations or terms of this Warranty. This
Warranty gives you specific legal rights and you may also have other rights which
vary from state to state. This Warranty is only valid for merchandise purchased
from outlets in the United States and Canada. This warranty expires upon product
end-of-service life signal.
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